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REFERENCED DOCUMENTS

Reference is made in this document to the following:

New Zealand Standards
NZS 4503:2005 Hand operated fire-fighting equipment
NZS 4515:2003 Fire sprinkler systems for residential occupancies
NZS 4517:2002 Fire sprinkler systems for houses
NZS 4541:2003 Automatic fire sprinkler systems
NZS 9201: Model general Bylaws
Part 1 Introductory

New Zealand Publicly Available Specification
SNZ PAS 4509:2003 New Zealand Fire Service fire fighting water supplies code of
practice

International Publications

OIML R 49-1:2006  Water meters for the metering of cold potable water and hot water
Part 1 Metrological and technical requirements. Paris:
Bureau International de Métrologie Légale

OIML R 49-2:2006 Water meters for the metering of cold potable water and hot water
Part 2 Test methods. Paris: Bureau International de
Métrologie Leégale

OIML R 49-3:2006  Water meters for the metering of cold potable water and hot water
Part 3 Test report format. Paris: Bureau Intemational de
Métrologie Légale

British Standard
BS EN 14154-3:2005 Water meters. Test methods and equipment

Other Publications
Ministry of Health. Drinking Water Standards for New Zealand, 2005.
New Zealand Water and Wastes Association (NZWWA).
Backflow Code of Practice, 2006,
New Zealand Water and Wastes Association (NZWWA).
Water Meter Code of Practice, 2003.

New Zealand Legislation

Building Act 2004

Building Regulations 1992 Schedule 1 (New Zealand Building Code)
Fire Service Act 1975

Health Act 1956

Local Government Act 2002

Local Government (Rating) Act 2002
Resource Management Act 1991

Summary Proceedings Act 1957

Water Supplies Protection Regulations 1961
Wildlife Act 1953

RELATED DOCUMENT
AS/NZS 4020:2005 Testing of products for use in contact with drinking water
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FOREWORD

This Bylaw draws from the New Zealand Standard Water Supply from the NZS 9201 series.
The NZS 9201 series are model Bylaws covering various matters under local authority
jurisdiction. Local authorities are empowered under the Local Government Act 2002 to make
Bylaws.

Reference should be made to Masterton District Council Consolidated Bylaw 2008: Part 1
Introductory for definitions not included in this Part.

INTRODUCTION

Document structure
The Bylaw contains four main sections:
a)  Scope and definitions (sections 2 and 4)

b)  Protection of water supply (section 5)
This section deals with legitimate access to the water supply, and unlawful
interference with it.

¢)  Conditions of supply (section 6)
This section covers the relationship between customers and the WSA. The section
may not be needed if the WSA already has an established customer supply
agreement.

d) Breaches and infringement offences (section 7)
Breaches and offences that apply specifically to the conditions of supply are listed in
7.1. Provision has also been made for WSAs to include a list of infringement
offences in this section.

Infringement offences

Section 245 of the LGA 2002 provides for infringement notices for specified offences. Breaches
of Bylaws to be dealt with as infringement offences under the LGA 2002 are to be prescribed in
regulations. At the time of reviewing this Bylaw, however, no such regulations have been
drafted. Once appropriate regulations have been made, the Masterton District Council will be
able to list infringement offences and the associated fines (not exceeding $1,000) in their Water
Supply Bylaw. If a person decides to defend an infringement offence, they can request a
defended hearing under the Summary Proceedings Act 1957 (SPA 1957).

Summary proceedings

In addition to infringement offences, the LGA 2002 provides for prosecutions by way of
summary proceeding as another means of enforcing the requirements of the LGA 2002. The
Masterton District Council can lay information (a summons) under the SPA 1957 to initiate a
prosecution against someaone in the criminal courts for a breach of the LGA 2002. An example
would be under section 224 for wasting water, which on conviction carries a maximum fine of
$5,000; or under section 232 for damage to infrastructure which carries a penalty of
imprisonment, or a maximum fine of $20,000. Penalties are set out in section 242 of the LGA
2002.

Options for taking enforcement action

Once regulations are in place prescribing infringement offences, the Masterton District Council
may take enforcement action under the SPA 1957 by way of summary proceeding for breach of
the Bylaw, as well as for other offences under the LGA 2002.
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1 TITLE

A Bylaw of the Masterton District Council by way of Special Order pursuant to the provisions of
the Local Government Act 2002 and all other Acts, powers and authorities enabling it in that
behalf to make a Bylaw to be known as the Masterton District Council Water Supply Bylaw
2008.

2 SCOPE

This Bylaw is made under the authority of the Local Government Act 2002 for the supply of
water to its customers by the Water Supply Authority (WSA). The supply and sale of water by
the WSA is subject to:

a) Statutory Acts and Regulations

(i) Building Act 2004

(i) Fire Service Act 1975

(i) Health Act 1956

(iv) Local Government Act 2002

(v) Local Government (Rating) Act 2002

(vi) Resource Management Act 1991

(vii) Water Supplies Protection Regulations 1961 (possibly subject to repeal);

and

b) Relevant Codes and Standards

(i)  Drinking Water Standards for New Zealand 2005

(i) BS EN 14154-3:2005 Water meters. Test methods and equipment.

(i) SNZ PAS 4509:2003 New Zealand Fire Service fire fighting water supplies
code of practice

(ivy NZWWA Backflow Code of Practice 2006

(v) NZWWA Water Meter Code of Practice 2003

3 INTERPRETATION

When interpreting this Bylaw use the definitions set out in section 4 unless the context requires
otherwise. If you see a reference to a repealed enactment read that as a reference to its
replacement.



4 DEFINTIONS
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For the purpose of this Bylaw, unless inconsistent with the context, the following definitions

apply:
APPROVED

BACKFLOW

COUNCIL

CUSTOMER

DETECTOR CHECK VALVE

EXTRAORDINARY SUPPLY

FEES AND CHARGES

LEVEL OF SERVICE

ON DEMAND SUPPLY

ORDINARY SUPPLY

PERSON

POINT OF SUPPLY

POTABLE

Approved in writing by the WSA, either by resolution of the
Council or by any authorised officer of the WSA.

The unplanned reversal of flow of water or mixtures of water
and contaminants into the water supply system.

The Masterton District Council or any officer authorised to
exercise the authority of the Council.

A person who uses, or has obtained the right to use or direct
the manner of use of, water supplied by the WSA.

A check (non-return) valve which has a positive closing
pressure and a metered bypass to measure flows typically
associated with leakage or unauthorised use on a dedicated
fire supply.

A category of on demand supply including all purposes for
which water is supplied other than ordinary supply and which
may be subject to specific conditions and limitations.

The list of items, terms, and prices for services associated
with the supply of water as adopted by the Council in
accordance with the LGA 2002 and the Local Government
(Rating) Act 2002,

The measurable performance standards on which the WSA
undertakes to supply water to its customers.

A supply which is available on demand directly from the point
of supply subject to the agreed level of service.

A category of on demand supply used solely for domestic
PUrpoSes.

A natural person, corporation sole or a body of persons -
whether corporate or otherwise.

The point on the water pipe leading from the water main to
the premises, which marks the boundary of responsibility
between the customer and the WSA, irrespective of property
boundaries. Generally referred to as the Toby.

As defined in section 689G of the Health Act 1956 [subject to
enactment of the Health (Drinking Water) Amendment Act
2007].



PREMISES

PUBLIC NOTICE

RANGER

RESTRICTED FLOW SUPPLY

RESTRICTOR

ROADING AUTHORITY

RURAL WATER SUPPLY
AREA

SERVICE PIPE

STORAGE TANK

SUPPLY PIPE

URBAN WATER SUPPLY
AREA

WATER SUPPLY AUTHORITY
(WSA)
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Premises include the following:

a} A property or allotment which is held under a
separate certificate of title or for which a separate
certificate of title may be issued and in respect to
which a building consent has been or may be
issued; or

b) A building or part of a building that has been
defined as an individual unit by a cross-lease,
unit title or company lease and for which a
certificate of title is available; or

¢) Land held in public ownership (e.g. reserve) for a
particular purpose.

As defined in the Local Government Act 2002.

A person responsible for the management of a WSA
controlled catchment area or water reserve.

A type of water supply connection where a small flow is
supplied through a flow control device, and storage is
provided by the customer to cater for the customer’s demand
fluctuations.

A flow control device fitted to the service pipe to limit the flow
rate of water to a customer’s premises.

A territorial authority or Transit New Zealand.

An area formally designated by a WSA as an area serviced
by a reticulated water supply system that is intended to
supply water for specified purposes via restricted flow
supplies and/or on demand supplies but not necessarily with
a firefighting capability.

The section of water pipe between a water main and the
point of supply.

Any tank having a free water surface.

The section of pipe between the point of supply and the
customer’s premises through which water is conveyed to the
premises.

An area formally designated by a WSA as an area serviced
by a reticulated water supply system with a firefighting
capability, that is intended to supply water to customers via
on demand supplies.

The operational unit of the Council responsible for the supply
of water, including its authorised agents.
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WATER SUPPLY SYSTEM All those components of the network between the point of
abstraction from the natural environment and the point of
supply. This includes but is not limited to: wells, infiltration
galleries, intake structures, open raw water storage
ponds/lakes, falling mains, treatment plants, treated water
reservoirs, trunk mains, service mains, rider mains, pump
stations and pumps, valves, hydrants, scour lines, service
pipes, boundary assemblies, meters, backflow prevention
devices and tobies.

5 PROTECTION OF WATER SUPPLY SYSTEM

5.1 Water supply system
5.1.1 Access fo system

No person other than the WSA and its authorised agents shall have access to any part of the
water supply system, except to connect fo the point of supply, subject to 6.1, and to operate the
service valve.

5.1.2 No person to connect to, or interfere with a water supply system

Except as set out in 5.1.1, 5.1.3 and 5.1.4, no person shall make any connection to, or
otherwise interfere with, any part of the water supply system.

5.1.3 Fire hydrants

Only the attending Fire Service/s shall gain access to, and draw water from fire hydrants for the
purpose of fighting fires, training, and testing.

NOTE - Use of the fire hydrants by untrained personnel can result in damage to the water supply system.
5.1.4 Other uses

The right to gain access to, and draw water from the water supply for uses other than firefighting
(for example, flow testing or pipe flushing) shall be restricted to:

a) The WSA or its agents;

b) Permit holders, being those persons who after having submitted an application to
the WSA are subsequently approved to draw water from fire hydrants or tanker
filling points. Such permits shall be valid only so long as the permit holder complies
with the conditions endorsed on the permit. Without prejudice to other remedies
available, the WSA may remove and hold any equipment used by an offender to
gain access to, or draw water from a fire hydrant, and assess and recover the value
of water drawn without authorisation and any other associated costs.
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5.1.5 Working around buried services

The WSA shall keep accurate permanent records (‘as-builts’) of the location of its buried
services. This information shall be available for inspection at no cost to users. Charges may be
levied to cover the costs of providing copies of this information.

Any person proposing to carry out excavation work shall view the as-built information to
establish whether or not WSA services are located in the vicinity. At least five working days
notice in writing shall be given to the WSA of an intention to excavate in the vicinity of its
services. Where appropriate the WSA shall mark out to within 0.5 metres on the ground the
location of its services, and nominate in writing any restrictions on the work it considers
necessary to protect its services. The WSA may charge for this service.

When excavating and working around buried services due care shall be taken to ensure the
services are not damaged, and that bedding and backfill are reinstated in accordance with the
appropriate WSA specification.

Any damage which occurs to a WSA service shall be reported to the WSA immediately. The
person causing the damage shall reimburse the WSA with all costs associated with repairing the
damaged service, and any other costs the WSA incurs as a result of the incident.

NOTE - Excavation within roadways is also subject to the permit process of the appropriate roading

authority.

5.2 Protection of source water
5.2.1 Catchmentclasses

Surface water and groundwater catchment areas from which untreated water is drawn for the
purposes of water supply may be designated as:

a) Controlled;

b) Restricted; or

c) Open.

5.2.2 Controlled catchments

The following conditions apply:

a) Entry
Catchment areas which are designated as controlled, or any area held by the WSA
as a water reserve, shall not be entered by any person except those specifically
authorised or permitted in writing by the WSA. Within such areas unless provided for
by the WSA no person shall:
iy Camp
i) Take or allow to stray any livestock

(

(

(i) Bathe aor wash anything

(iv) Deposit any dirt, rubbish, or foul material of any kind
(

v) Defecate.
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5.2.3 Restricted catchments

Catchment areas which are designated as restricted shall allow for certain activities, but shall be
as for controlled caichments for other activities. Those activities may include unrestricted entry
for:

a) Tramping;
b)  Hunting;
¢) Trapping;
d) Shooting;
e) Fishing.

5.2.4 Open catchments

In open catchment areas whether designated or not, there will generally be no restriction on
activities other than any provisions of the regional or district plan and the National
Environmental Standard.

5.2.5 Spillages and adverse events

In the event of a spillage, or any event which may compromise the water supply, the person
responsible for the event shall advise the WSA with due urgency. This requirement shall be in
addition to those other notification procedures which are required for other authorities.

6 CONDITIONS OF SUPPLY

6.1 Application for supply
6.1.1 Initial application

Every application for a supply of water shall be made in writing on the form provided in
Schedule A and be accompanied by the prescribed charges. The applicant shall provide all the
details required by the WSA.

On receipt of an application the WSA shall, after consideration of the matters in 6.4 and 6.5,
either:

a) Approve the application and inform the applicant of the type of supply, the level of
service, the size of the connection and any particular conditions applicable; or

b) Refuse the application and notify the applicant of the decision giving the reasons for
refusal.

For the agreed level of service to the applicant, the WSA should determine the sizes of all
pipes, fittings and any other equipment, up to the point of supply. The WSA shall supply and
install the service pipe up to the point of supply at the applicant’s cost or may allow the supply
and installation of the service pipe to be carried out by approved contractors in the case of new
subdivision servicing.

The applicant shall have the authority to act on behalf of the owner of the premises for which
the supply is sought, and shall produce written evidence of this if required.

10
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An approved application for supply which has not been actioned within six months of the date of
approval will lapse unless a time extension has been approved. Any refund of fees and charges
shall be at the discretion of the WSA.

6.1.2 Change of use

Where a customer seeks a change in the level of service or end use of water supplied to
premises, and/or the supply changes from an ordinary to an extraordinary type (see 6.4) or vice
versa, a new application for supply shall be submitted by the customer.

6.1.3 Prescribed charges
Charges applicable at the time of connection may include:

a) Payment to the WSA for the cost of the physical works required to provide the
connection;

b) A development contribution charge determined in accordance with the Local
Government Act 2002;

¢) A financial contribution charge determined in accordance with the Resource
Management Act 1991.
6.2 Point of supply
6.2.1 Responsibility for maintenance

The WSA shall own and maintain the service pipe and fittings up to the point of supply. The
customer shall own and maintain the supply pipe beyond the point of supply (Toby).

6.2.2 Single ownership

For individual customers the point of supply shall be located as shown in figure 1 or as close as
possible where fences, walls, or other permanent structures make it difficult to locate it at the
required position. Other positions shall require specific approval.

For each individual customer there shall be only one point of supply, unless otherwise
approved.

The typical layout at a point of supply is shown in figure 2

The WSA gives no guarantee of the serviceability of the valve located on the service pipe.
Where there is no customer stopcock, or where maintenance is required between the service
valve and the customer stopcock, the customer may use the service valve to isolate the supply.
However the WSA reserves the right to charge for maintenance of this valve if damaged by
such customer use.

11
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Figure 1 — Point of supply location — Individual customers
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Example 5 - Domestic unmetered supply

Figure 2 — Typical layout at point of supply
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6.2.3 Multiple ownership

The point of supply for the different forms of multiple ownership of premises and/or land shall
be:

a) For Company Share/Block Scheme (Body Corporate) — as for single ownership;

b)  For Leasehold/Tenancy in Commen Scheme (Cross Lease), Strata Title, Unit Title
(Body Corporate) and any other form of multiple ownership — each customer shall
have an individual supply with the point of supply determined by agreement with the
WSA. In specific cases other arrangements may be acceptable, subject to individual
approval.

For a multiple ownership supply which was in existence prior to the coming into effect of this

Bylaw, the point of supply shall be the arrangement existing at that time, or as determined by
agreement with the WSA for any individual case.

6.3 Access to, and about point of supply

6.3.1 Rights of access

Where the point of supply is on private property the customer shall allow the WSA access to,
and about the point of supply between 7.30 am and 6 pm on any day for:

a) Meter reading without notice; or
b) Checking, testing and maintenance work with notice being given whenever possible.

Qutside these hours (such as for night time leak detection) the WSA shall give notice to the
customer.

Where access is not made available for any of the above times and a return visit is required by
the WSA, a rate may be charged as for ‘meter reading by appointment’.

Under emergency conditions the customer shall allow the WSA free access to, and about the
point of supply at any hour.

6.3.2 Maintenance of access

The customer shall maintain the area in and around the point of supply keeping it free of sail,
growth, or other matter or obstruction which prevents, or is likely to prevent convenient access.
6.4 Types of supply

6.4.1 General

Supplies shall be classified as either ‘on demand’ or ‘restricted flow’ and the use of water from
the supply shall be either ‘ordinary’ or ‘exiraocrdinary’.
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